OVERHKEAD
FIRE WATER
TANK 25000Ltr.

C.W.S. /ﬁ
INLETW |
<

a9
00
s MERMLE NTERMAL
FRONT VIEW
DDDDDD OF FIRE HYDRANT CABNET
ION
no s
o
-_|] ! ! — N— FLOOR RAISE!
'_ [l
e 3
BRICK AL LAN L——CO2FIRE EXTINGUISHER
DRAWING:
TYPICAL DETAIL FOR FIRE HOSE CABINET-1
SCALE=NTS
_ Size in
S.no. | Symbol Description Qty.
mim
1. —©) | Butter fly Valve 05 | 1000
2. e Non Return Valve 03 1000
Landing Valve
— N — | o 22
3. Single headed 630
4. % Pressure Guage 01
5. - [FHC FHC 22
External Fire
6. I@ Hose Cabinet 03
SERVICES CONSULTANT:
VIPUL CONSULTING,

F 9/440, Keshav Marg, Chitrakut Scheme,Jaipur
PH:91-0-93146-10438 ,0141-2440946
Mail:vipul8599@yahoo.com

PROJECT:-

AMIT JI SURANA

(AJMER)

DRAWING TITLE:-
FIRE SCHEMATIC LAYOUT

>- )
s AIR AIR
b b L L CUSHION CUSHION
! TANK ! TANK
Pressure
N R V 1000~ Guage
o TERRACE =) | B V 1000 - BV 1000
| ‘ PUMP 1000 1000
[T=d=(p> Ol
BV 1000 BV 1000 1009
NRV 1000
TERRACE FLOOR
1000 1000
FHC-11 FHC-11
X< X<
LV LV
NINTH FLOOR
1000 1000
FHC-10 FHC-10
<] <
LV LV
EIGHTH FLOOR
1000 1000
FHC-9 FHC-9
X< X<
LV LV
SEVENTH FLOOR
1000 1000
FHC-8 FHC-8
<] <
LV LV
SIXTH FLOOR
1000 1000
FHC-7 FHC-7
X< X<
LV LV
FIFTH FLOOR
1000 1000
FHC-6 FHC-6
<] <
LV LV
FOURTH FLOOR
1000 1000
FHC-5 FHC-5
< <]
LV LV
THIRD FLOOR
1000 1000
FHC-4 FHC-4
<] <
LV LV
SECOND FLOOR
1000 1000
FHC-3 FHC-3
<] ><
LV LV FIRST FLOOR
BV- BUTTER FLY VALVE 1000 3 WAY 63MM 1000
NRV- NON - RETURN VALVE COLLECTING HEAD
V- LANDING VALVE FIRE SERVICE INLET
EFH-2 EFH-3
TERRACE PUMP - 900 LPM FHC-? J100@ . FHC-2
|
|“| O — K]
EFH-1 NRV
LV BV 1000 O 2
NR YV 1000
STILT FLOOR
V4 V4 V4 V4 \ V4 V4 V4 V4 V4 V4 V4
FHC-1 FHC-1
LV LV
BASEMENT FLOOR
SHAFT-1 SHAFT-2

ARCHITECTS:-

SPACE GRID

C-49,VIDYA APARTMEN,PARAS MARG,
BAPU NAGAR,JAIPUR - 302015.

PHONE: 9314918766,9314510603

DATE:-

REV:.-
00

SCALE:-
N.T.S.



AutoCAD SHX Text
OVERHEAD FIRE WATER TANK 25000Ltr. 


	Sheets and Views
	Model


