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QTY.SYMBOL DESCRIPTION

100ØMS FIRE PIPE FOR 
EXTERNAL FIRE 
HYDRANTS

EXTERNAL FIRE HOSE 
CABINET

HOOTER

 Fire 
Extingusher

9"X9" Cut in Roof 
100mm Fire Hydrant 

Pipe From Terrace Floor

Fire Hose 
Reel Box

8" x 8" Cut in 
Basement Retaining 
Wall For Fire Pipe

8" x 8" Cut in 
Basement Retaining 
Wall For Fire Pipe

100ØMS Fire Pipe 
For Connected 

Internal Fire Hydrants 

100ØMS Fire Pipe 
For Connected 

Internal Fire Hydrants 

External Fire 
Hose Cabinet-1

4Way Fire 
Brigade Inlet 
Connection

External Fire 
Hose Cabinet-2

External Fire 
Hose Cabinet-3

External Fire 
Hose Cabinet-4

100ØMS Fire Pipe For 
External Fire Hydrants 

100ØMS Fire Pipe For 
External Fire Hydrants 

100ØMS Fire Pipe For 
External Fire Hydrants 

100ØMS Fire Pipe For 
External Fire Hydrants 

100ØMS Fire Pipe For 
External Fire Hydrants 

100ØMS Fire Pipe For 
External Fire Hydrants 
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 DescriptionNo. Symbol

LEGENDS:

MANUAL CALL POINT01
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CANVAS FIRE HOSE  
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HOOTER

 Fire 
Extingusher

Electric & 
LV Shaft 9"X9" Cut in Roof 

100mm Fire Hydrant 
Pipe From Terrace Floor

Fire Hose 
Reel Box

TYPICAL 1st TO 5th FLOOR 
MCP, HOOTER, FIRE 

EXTINGUSHER & FIRE 
SHAFT MARKED PLAN

 DescriptionNo. Symbol

LEGENDS:
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HOOTER

 Fire 
Extingusher

Electric & 
LV Shaft

6th FLOOR
MCP, HOOTER, FIRE 

EXTINGUSHER & FIRE 
SHAFT MARKED PLAN

 DescriptionNo. Symbol

LEGENDS:

MANUAL CALL POINT01
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EXTINGUSHER
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9"X9" Cut in Roof 
100mm Fire Hydrant 

Pipe From Terrace Floor

Fire Hose 
Reel Box

63mmØ FABRIC LINED 
CANVAS FIRE HOSE  
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S.no. Symbol Description Qty.
Size in

mm

100Ø

Non Return Valve

63Ø

Butter fly Valve

100Ø

Landing Valve
Single headed

Pressure Guage

04

03

12

014.

3.

2.

1.

TANKS LAVEL

SECOND 
FLOOR

FIRST 
FLOOR

THIRD 
FLOOR

TERRACE 
FLOOR

STILT 
FLOOR

FOURTH 
FLOOR

External Fire Hose 
Cabinet

EFH 

63mmØ Fabric Lined 
Canvas Fire Hose 
(15mtr. Each) With 
Coupling  

5.

7.

08

04

BV- BUTTER FLY VALVE 
NRV- NON - RETURN VALVE
LV- LANDING VALVE 
TERRACE PUMP - 900 LPM

OVERHEAD
FIRE WATER TANK

25000LTR.

100Ø

100Ø

B V 100Ø

LV

LV

LV

Pressure 
Guage

AIR 
CUSHION 

TANK

SHAFT-1

N R V 100Ø

B V 100Ø

N R V 100Ø

100Ø

100Ø

63mmØ FABRIC LINED 
CANVAS FIRE HOSE  
(15mtr. Each) WITH 
COUPLING  

B V 100Ø

LV

100Ø

LV

100Ø

EFH-3

100Ø

NRV

B V 100Ø

N R V 100Ø

4 WAY 63MM 
COLLECTING HEAD 

FIRE SERVICE INLET

FIRE SCHEMATIC 
LAYOUT

EFH-1

LV

100Ø

FIFTH 
FLOOR

LV

100Ø

FHC-2

63mmØ FABRIC LINED 
CANVAS FIRE HOSE  
(15mtr. Each) WITH 
COUPLING  

FHC-3

63mmØ FABRIC LINED 
CANVAS FIRE HOSE  
(15mtr. Each) WITH 
COUPLING  

FHC-4

63mmØ FABRIC LINED 
CANVAS FIRE HOSE  
(15mtr. Each) WITH 
COUPLING  

FHC-5

63mmØ FABRIC LINED 
CANVAS FIRE HOSE  
(15mtr. Each) WITH 
COUPLING  

FHC-6

63mmØ FABRIC LINED 
CANVAS FIRE HOSE  
(15mtr. Each) WITH 
COUPLING  

FHC-7

63mmØ FABRIC LINED 
CANVAS FIRE HOSE  
(15mtr. Each) WITH 
COUPLING  

FHC-8

6. FHC Fire Hose Cabinet 08

BASEMENT 
FLOOR

LV

63mmØ FABRIC LINED 
CANVAS FIRE HOSE  
(15mtr. Each) WITH 
COUPLING  

FHC-1
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