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DRAIN INLET FROM

RAIN WATER CATCH

BASIN CHAMBER AS

PER PLAN

525mm circular

M.H.

MH

SITE CONDITIONS TO BE

TERMINATED AS PER

50mm DIA VENT PIPE

50mm DIA SLEEVE TOP

OF SLAB FOR PUMP

ELECTRIC CABLE & SUMP

OUT LET PIPE

RAIN WATER PIPE

DROP TO

HARVESTING PIT

SITE CONDITIONS TO BE

TERMINATED AS PER

100mm DIA VENT PIPE

450mm Recangular M.H.

200mm DIA BORE WITH 160Ø PLAIN /

SLOTTED PIPE

3NOs. FLOAT SWITCHES

SITE CONDITIONS TO BE

TERMINATED AS PER 50mm

DIA VENT PIPE

50mm over flow outlet thru pump incase

Harvesting pit over flow condition

STILT FLOOR/PLINTH LVL.

FFL +750mm

DRIVEWAY LVL +300mm

ROAD LVL ±0-0mm

DRAIN INLET FROM RAIN

WATER CATCH BASIN

CHAMBER AS PER PLAN

CUTTER PUMP 2HP

WATER LVL

WATER LVL

525mm circular

M.H.

450mm

Recangular M.H.

SITE CONDITIONS TO BE TERMINATED

AS PER 100mm DIA VENT PIPE

150MM RCC SLAB

GRATING OF MIN. SIZE WITH 16 mm

SQ. BARS & FRAME @ 20 mm CLEAR

SPACING FIXED AT THE MOUTH OF

PIPE AS PER SITE CONDITION

1800MM DIA PRECAST RCC

RING EACH RING

1800mm(D)X 2500mm(L)

THIRD LAYER 450mm THICK

SAND FILLING

100mm DIA WEEP HOLES @

500mm C/C TO BE PROVIDED

1200mm ABOVE THE

BOTTOM OF THE WELL

FIRST LAYER 450mm THICK

SECOND LAYER 450mm THICK

OF SMALL STONES

OF BOULDERS

200mm DIA BORE

FILLING OF ROUNDED

PEA GRAVEL DULY

WASHED 3mm TO 6mm SIZE

150Ø SLOTTED PIPE WITH A

MINIMUM DEPTH 35 M. (TO BE

TAKEN TO WATER LEVEL)

PROPOSED RAIN WATER

HARVESTING PIT

SECTION DETAILS PLAN

SLOTTED PIPE
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P-Trap
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Gyser

GYSER

3.

4.

Geyser

 SDR-11 Solar Water Pipe

Waste Water Pipe (W.P.)

Soil Pipe (S.P.)

LEGENDS

S.NO. DESCRIPTION

1.

SDR-11 Fresh Water Pipe

7.

Conceled Valve
10.

Angle Valve

SYMBOL

CW CW CW CW

CW CW CW CW

5.

Single Lever Diverter

12.

13.

14.

Tap

Butter Fly Valve(B.F.V.)

6.

15.

9.

Floor Drain (F.D.)

Rain Water Pipe (R.W.P.)

16.

Plain Tee (P-tee)

R.O.

RO

RO

8.

GT
Gully Trap (G.T.)

17.

18.

STILT FLOOR ,SANITATION(STORM WATER
DRAINAGE, SEWERAGE,STP,SOLID WATER

DISPOSAL) AND
RAIN WATER HARVESTING PLAN
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