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Pipe For LT Cable
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Transformer

SIZE:-1395L X1465W X1755H
With Foundation & Margin as

Per Requirment

DG Set- 30 KVA
Size:-2800L X 1150W X 1525H

Weight kgs. 1.6MT
Fuel Cons.- 5.0 Ltr/ Hr
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GENERAL NOTES :
1.  ALL THE DIMENSIONS  ON THE DRAWING ARE IN
WRITTEN.
2. ONLY WRITTEN DIMENSIONS  ARE TO BE FOLLOWED,
DRAWING SHOULD NOT BE SCALED IN ANY
CIRCUMSTANCES.
3.  ALL MEASUREMENTS  MUST BE CHECKED AND VERIFIED
BY THE CONTRACTORS  PRIOR TO EXECUTION  OF WORK AT
THE SITE.
4. THIS DRAWING IS TO BE READ IN CONJUNCTION  WITH
ALL RELEVANT  STRUCTURAL,  ARCHITECTURAL  & FACILITY
PLANNING DRAWINGS.
5. ANY DISCREPANCIES  MUST BE BROUGHT TO THE NOTICE
OF THE ENGINEER  IMMEDIATELY  & PRIOR TO EXECUTION
AT SITE.
6. CO-ORDINATION  WITH SERVICES SUCH AS HVAC,
PLUMBING & ELECTRICAL,  ETC. IS THE RESPONSIBILITY  OF
THE CONTRACTORS.
7. FOR DETAILS, REFER RELEVANT  LARGE SCALE DETAIL
DRGS. AS INDICATED.
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