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Lightning 

Arrester

Model: Stormaster – ESE 

- 50  (Level 2/Medium 

Protection) 

( Protection radius - 35M, 

Mast Height -2 Mtr )
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Lightning Arrester on 

Lift Machine Room 

1Run x 70sq.mm CU. Cable 

Vertical up to Terrace Floor & 

Connected to Lightning Arrester 
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STILT FLOOR
  ELECTRIC SUB STATION, 

CABLE CHAMBER ROUTE & 

LIGHTNING ARRESTER PLAN
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NEUTRAL EARTH PIPE EARTHING

BODY EARTH  PIPE EARTHING

EARTHING DETAILS
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NOTES:

1. ALL NEUTRAL EARTHS TO BE CONNECTED 50 X 3 GI 

EARTH STRIP FROM EARTH PIT TO EQUIPMENT.

2. ALL BODY EARTHS TO BE CONNECTED  

25 X 3 GI EARTH STRIP FROM EARTH PIT TO EQUIPMENT.
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DG SET 
82.5 KVA

DG SET- 82.5 KVA
SIZE-3850 L X 1150 W X 1700 H

WEIGHT KGS. 1250KG
FUEL CONS.- 14.3 Ltr/ Hr

Ele. Cable Chamber

Size:-18"X18"

COMMON PANEL

LIBRA RESIDENCY
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